DIN 51622 / EN 589

Factors welds v=1
Computational overpressure:15,6bar
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DETAIL A 6
SCALET:5 Tank for liquefied gas according to

Testing pressure: 22,3bar
Desing temperatures:  -40°C/+40°C
Max. workmg overpressure: 15,6bar POz NAZEV - ROZMER POLOTOVAR MATERIAL OPERACE KOD C. VYKRESU Ks
Max. fl||ll’]g level 85% 1 |UNDERGROUND TANK PML125-1002 RU_6,4 | 1
Welded joints evaluation by AD-HPO il ket il
Corrosion G”owonce C = Omm 3 |COVER WELDMENT PML125-2005 1
Additional materials: 4 |GASKET DIMERSIL 20 C0003 |DN500-MANHOLE 1
-Weld 135 - W!re 1,2mm EN ISO ]434]_A 5 |FILLING VALVE SRG K0068 |481-200-1001 1
-Weld 121 - wire 3mm EN ISO 14171_A

6 |SERVICE VALVE SRG K0O15 |483 1
Surface finishing 7 |WITHDRAWAL VALVE SRG K0O17 |484-011-1001 1
Sand blasted: Sa 2,5 8 |PRESSURE RELIEF VALVE SRG K0040 [485-911-1056 1
Paint: RALT'] 021 . i 1000 9 |LEVEL GAUGE SRG KOO0 [487-913-1915 ]
EpOXy anticorrosive coating Hm. 10 |WASHER DIN 125 A2 A22 24
according to DIN 4681/3
ISO test ng\/ / 11 [BOLT DIN 933 A2-70 M20x50 24

POZ NAZEV - ROZMER POLOTOVAR MATERIAL OPERACE | (S0% | cvin | HRvAHA | C.VYKRESU KS

POZN. CELKOVA CISTA VAHA 1335kg
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